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Abstract 
This study analyses the parameters concerning the performance of Transpired Solar Collectors (TSCs) and offers a monitoring 
methodology that addresses some of the potential errors and uncertainties, including instrumentation use.  The study also 
investigates three TSC modules of equal area but different dimensions and compares their efficiencies by altering several 
parameters. The cavity of the systems is also monitored for different fan velocities and for different wind directions. The 
experiments took place outdoors in order to simulate real life installations. 
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1. Introduction 
A Transpired Solar Collector (TSC) is a solar thermal technology which heats or preheats the ventilation air 
supply to buildings and can be intergraded into the building envelope [1]. The Sustainable Building Envelope 
Demonstration (SBED) project aims to accelerate the development of innovative TSC technology through 
demonstrating installations on eight buildings in-use[2]. In order to create a robust monitoring methodology the 
project tested a number of monitoring techniques in three experimental TSC modules on the roof of the Welsh 
School of Architecture (WSA), Cardiff University. Part of the collected data was analysed and the performance of 
the TSCs was evaluated and is included in this study.  Additionally, this study suggests practical guidelines 
regarding instrumentation and analysis, in order to get accurate and reliable results. 
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Nomenclature 
Ap projected area of the TSC(m2) 
Ad duct cross sectional area 
Cp specific heat of air (1.007 to 1.048 kJ/kg.K around environmental conditions at 1 atm pressure [3, 4]) 
I solar radiation (W/m2) 
ী air mass flow rate (kg/s) 
Tamb ambient air temperature (K or 0C) 
Tout air temperature at the TSC outlet (K or 0C) 
Trise air temperature rise caused by the TSC (K or 0C) 
Q TSC heat delivery (W) 
ud centreline duct air velocity (m/s) 
ua average duct air velocity 
ȕ duct velocity coefficient =0.86 [5] 
Ș instantaneous efficiency of the collector 
ȡ average density of air in the collector (kg/m3) 
 
2. TSCs efficiency 
Kutscher et al was the first who examined the technology and introduced the basic instantaneous efficiency 
equation (1), which is widely used as the basic indicator of TSC performance [6-8].  
 
Ș ௠ሶ஼೛்ೝ೔ೞ೐
I஺೛
                                                                                                                                                                   (1) 
 
where    ௥ܶ௜௦௘ = ௢ܶ௨௧ െ ௔ܶ௠௕      and         ܳ = ݉ሶܥ௣ ௥ܶ௜௦௘                                                                                              (2) 
 
Air mass flow rate in a duct could be calculated by measuring the velocity in the pipe for a known diameter 
(equation 3). 
 
݉ሶ = ߩߚݑௗܣௗ                                                                                                                                                                                     (3) 
 
By using modeling and laboratory experiments the technology has been studied and optimized to a certain extent. 
On the other hand, there is a lack of data regarding real installations as few have been monitored.  Additionally, 
most of the existing performance data of TSC installations refer to those in North America where the climate is 
different to Europe and direct performance comparisons are potentially misleading [1].  
Monitoring approaches vary considerably between investigations and there is little guidance regarding 
instrumentation quality and positioning, both of which can have a significant impact on the confidence of results. 
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Fig. 1. Vertical (A), Square (B) and Horizontal (C) TSC Test Rig on the Roof of the Institute 
3. Experimental methodology 
A vertical (A), a square (B) and a horizontal (C) experimental module were placed vertically on the WSA’s flat 
roof.  All three collectors (Fig 1) having the same absorbing area (1m2) similar to experimental studies [9-12]. Three 
variable speed fans were placed behind the TSCs in order to draw air through a ducting system, while the 
orientation, materials, perforation pattern, hole diameter, insulation, back wall, cavity width, as well as extraction 
position and diameter were exactly the same in order to facilitate comparisons. Data were collected for all the TSCs 
together using synchronized high quality data loggers. A meteorological station was also placed to capture wind 
speed, wind direction and rain data. Measurements were collected for different flows under stable solar radiation 
conditions (clear sky) and during windy and non-windy days. Furthermore, the mass flow rate and the pressure 
inside the cavity was kept similar for the three collectors for each set of measurements. The equations used for heat 
delivery and efficiency were based on the most commonly used methodology for the evaluation of TSC performance 
[13]. Statistical analysis was used to minimise data errors and estimate uncertainties. 
4. Instrumentation 
The instantaneous efficiency equation (1), which is a fundamental indicator of the TSCs performance, has 5 
different components. A close view of the equations elements and a robust metrological approach improves the 
confidence level of the results. For this reason a breakdown of the efficiency puzzle follows below. 
4.1. Mass flow rate (ᒡ) 
The mass flow rate was calculated from measurements of air velocity in the system duct using the mass flow 
formula in equation (4); the E correction factor was not included to normalise the velocity as each duct flow was 
subject to a validation process described below. 
 
 ᒡ =  ߩ ݑ௔ܣௗ                                                                                                                               (4) 
 
With a possible temperature range of 50°C or more, the density of air within a TSC could vary more than 15%.  
As such, values for air density, at 2°C intervals, were taken from reference CIBSE tables [4]. Humidity and 
atmospheric pressure influences on density were ignored with estimated uncertainties in the region of <1% and 
±1.2% respectively.  The location of the test site was considered to be at sea level and standard atmospheric pressure 
101 325 Pa was used. 
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A 0.1m diameter duct was used to extract air from each TSC and thought to be in reasonable proportion to the 
1m² surface area of the TSC.  The internal diameter of the ducting was measured at 0.097m, giving a cross-sectional 
area of 0.0074m².  
A minimum duct velocity of 1.5m/s was chosen to create a 25 Pa pressure drop in the holes which is the 
minimum pressure drop in order to avoid flow reversals in the cavity. With a cross-sectional area and minimum duct 
YHORFLW\WKHFRQGLWLRQLQWKHGXFWZHUHSUHGLFWHGWREHWXUEXOHQW5H\QROGVQXPEHU§ 
Manufactures’ advise against using differential pressure sensors in turbulent flow, so these were avoided initially.  
The size of the ducting also dictated the need for a small velocity sensor to minimise the disturbance to the air flow.  
As such, a small hotwire anemometer was used to take single point measurements at 0.24 x diameter (manufactures 
instructions).  Despite the predicted turbulence, sensors were located more than 10 duct diameters from obstructions. 
To counter the unreliable nature of single point airflow measurements a validation process, based on the Log 
Chebyshev method for circular ducting was used to improve reliability [14]; a second hotwire anemometer and a 
secondary data logger were used to take simultaneous readings every second for 60 seconds, at six different depths 
in 3 different projections across a section of the duct.  The mean velocity from the second anemometer was then 
compared to the single point measurement and a correction factor was applied to the single point measurement, 
although agreement between the single point and multi-point averages was in the region of 95%. 
4.2. Specific heat capacity (ܥ௣) 
The specific heat capacity of air is influenced by moisture content and temperature.  Using standard equations 
from the ideal gas law, estimates for specific heat capacity were made utilising relative humidity and temperature 
data. Calculations suggested that the range of variation under typical TSC temperature and humidity for the UK 
might be between 1.007 to 1.048 kJ/kg.K, which agree with CIBSE published data [4]. 
4.3. Temperature rise (Trise)    
The two fundamental temperatures considered were ambient air temperature (Tamb) and TSC output temperature 
(Tout).  High quality thermometers were needed in both cases and for this reason the Pt100 Class A was selected.  
This choice was based on the accuracy of this type in comparison to thermistors and thermocouples as it performs 
better in environmental conditions and reasonably priced [15, 16].  The class A tolerance is specified in 
DIN/IEC751 as ±(0.15 +0.002*t)0C [17], which means that the sensors have a maximum inherent uncertainty range 
of ±0.250C for the temperature range of this study.  Pt100s also have a very good long term stability, linearity and 
excellent repeatability [15, 18].  However, Pt100 sensors are relatively thick, which could cause time response issues 
and flow obstruction.  The 4 wire Pt100 was used in order to eliminate any wiring and connector error [19].  Also, 
all Pt100s used in the experiment were calibrated prior to use at 00C, 200C and 400C by using a 4 wire Pt100 
1/10DIN standard (±0.15 uncertainty), an ice point Dewar and a stirring water bath device [20]. 
By its nature, a temperature sensor only measures the temperature of a specific point (assumption of minimum 
sensor dimensions).  If only one sensor is available, careful consideration must be given to the selection of the most 
representative point prior to installation. As Pt100s absorb radiant heat, in the case of ambient air temperature 
measurement, the sensor has to be protected by using a radiation shield to avoid direct sunlight. 
The ideal position for measuring ambient temperature would be on the south (or solar) face of the TSC, as this is 
where the TSC draws air from; air in that area may be subject to warming from other sources which could be 
considered legitimate influences such as the ground. A south facing location would require the exclusion of solar 
influence.  While radiation shields provide a good degree of protection it is not uncommon for solar heating to 
elevate such readings. Locating the shield in a shaded area can reduce or exclude solar influence, however, if this 
shaded area is some distance away from the TSC intake, there is an unknown degree of error in the temperature data.  
If the shield is shaded from direct solar radiation it is also possible for the thermal mass of the shield to suppress 
temperature readings, particularly if it is a compact and poorly ventilated unit. Ideally, the ambient temperature 
sensor should be placed near the face of the TSC, although not shading it; housed in a light weight, well ventilated 
enclosure (perhaps aspirated) and protected from direct solar radiation by an independent shield and separate from 
the sensor housing. 
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The TSC output temperature was measured just after the collector’s cavity at the beginning of the duct.  The 
sensor was placed centrally in the duct, positioned to ensure contact with the duct was avoided and the insertion 
point carefully sealed. 
4.4. Solar irradiation (I) 
The aim was to measure the solar power that reached the panel which is caused by both direct and diffuse solar 
radiation. This can be calculated using a horizontal solar global radiation sensor but the diffuse radiation reaching 
the vertical panel will not be ideally replicated, for this reason solar radiation can be measured more accurately 
when the sensor duplicates the inclination of the collector [21]. The most commonly used instrument for global solar 
radiation is the pyranometer, which is a broadband instrument that measures global solar irradiance incoming from a 
2ʌ solid angle on a planar surface [22].  Accuracy improves when the pyranometer is installed very close to the 
collector, thereby receiving a similar amount of radiation, experiencing the same shading effects and similar solar 
reflections.  As the pyranometer measurement is the only variable of the efficiency equation’s denominator, 
accuracy is dominant for high efficiencies and a high quality instrument is necessary.  Another important factor is 
the response time, as there is a measuring inertia for most commercial pyranometers.  Especially when the sky is 
partly cloudy, it is possible for readings from one interval to be effected by the previous conditions, resulting in 
significant error. 
4.5. Collector surface area (Ap) 
Each TSC was designed to have an equal area, similar to that of other test rigs in previous publications [9-12].  
The vertical and horizontal TSC consisted of two panels of 1800mm x 300mm, giving a surface area of 1.08m².  The 
square TSC consisted of three panels of 1000mm x 350mm, a surface area of 1.05 m².  The internal cavity was 
220mm. 
4.6. Supplementary instrumentation 
Further instrumentation was used to help understand the behavior of the system and the distribution of heat across 
the cavity. This is not part of the efficiency equation but was included in this study as a means to understanding the 
thermal behavior of the air inside the cavities of the different shaped collectors. The topology of thermal variation in 
the collector could indicate reasons for any efficiency differences.  From a metrological perspective, the temperature 
mapping of the cavity resembles the calibration of the isothermal or climatic chambers (NF-X15-140 and 
EURAMET cg-11 standards [23]). The cavities were fitted with an array of thermocouples separated by equal 
distance to create a homogeneous grid.  Extra sensors could be added to measure the temperature variation of the 
cavity’s depth.  24 thermocouples were installed in cavities A and C, and 12 in B. There are four reasons that 
thermocouples were selected instead of Pt100s for this set of measurements: 
x Thermocouples are very small and they do not affect the air flow. 
x More than 60 thermocouples were needed which cost 10 times less than the Pt100s. 
x The temperature variation in the cavity is an instantaneous temperature snapshot; thus, time response is crucial 
and the thermocouples are very fast[15, 18]. 
x High accuracy of the “true value” is not a priority. The aim was to analyse the temperature variation within 
cavity. 
Type T thermocouples were selected as they are the most accurate with a sensor uncertainty of ±0.50C (ITS-90).  
Additionally, the range of type T matches the environmental range under investigation and has a very fast response 
[24]. Finally, to avoid long wiring extension of the thermocouples a multiplexer (data logger expansion unit) with an 
embodied reference temperature (cold junction [20]) was used. 
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5. Results and discussion 
The graph below (figure 2) shows the efficiency of the three different collectors (A,B,C) for different flows. The 
measurements were captured for velocities from 1.5m/s to 5.5m/s (42m3/h to 155 m3/h volume flow rate) for a 0.1m 
diameter pipe. 
It seems that when the flow exceeds 120m3/h the efficiency reaches a plateau.  The horizontal collector seems to 
perform slightly better, reaching an efficiency close to 70% for the maximum flow. The temperature rise, as 
expected, falls with the higher flow and, again, the horizontal seems to deliver air at a marginally higher 
temperature. 
The outlet for all the vertical collectors was positioned central to the cavity and approximately 100mm from the 
top edge.  Undoubtedly, this position and the different shapes of the TSCs created different air flow behaviours and 
affected the suction distribution in the cavity.  This is thought to be particularly relevant when comparing collectors 
A and C (vertical and horizontal), which present the greatest differences in dimensions.  In the following graph 
(figure 3) the outlet temperature and the average cavity temperatures are presented for these two collectors.  It seems 
that in low flows, the fans draw slightly colder air than the average cavity temperature, but at high flows the suction 
seems to work better, especially for the horizontal where the average cavity temperature is equal to the pipe 
temperature. 
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Fig. 2. Air duct velocity against efficiency and temperature rise 
Fig. 3. Air duct velocity against outlet and cavity temperature 
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The thermocouple array inside each TSC was used to produce a map of temperature variation inside the cavity 
(figure 4, 5).  Unsurprisingly, the warmest temperatures tend towards the top of the cavities. The mapping indicated 
clearly that below a certain flow rate (90m3/h or 3m/s), temperature variation was measurably graduated, again, with 
higher temperature towards the top edge. Above that flow rate the temperature inside the cavity became reasonably 
uniform and remained so with decreasing temperature rises and increasing air flow rates. The mapping also 
indicated an asymmetrical nature to the distribution at these lower flow rates, which was suspected to be linked to 
the wind direction. 
 
Fig. 4. Cavity temperature mapping for 2.5m/s air duct velocity 
Fig. 5. Cavity temperature mapping for 4 m/s air duct velocity 
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Temperature sensor selection was a crucial issue as high accuracy was needed especially for low temperature 
rises. This study suggests that calibrated class A Pt100 sensors are appropriate for measuring the temperature in the 
system however when fast time response is needed calibrated type T thermocouples are also a fair choice. The 
thicker the sensor is the greater time response and the greater annoyance it creates to the flow inside duct. Also, 
wireless temperature sensors are more convenient for measuring room temperature and they should be carefully 
shielded or/and placed away from other heating or cooling sources. 
Mass flow rate is discussed in the instrumentation section as literature underlines that this is a source of error and 
uncertainty. Every ducting system has its own characteristics in terms of friction, turbulence and cross sectional 
velocity profile. In addition the flow patterns change with different fan speeds. This study proposes a pre-testing 
procedure in order to determine one or more representative points for different fan speeds. 
In order to estimate the uncertainty (UȘ) of the efficiency equation (1) as a percentage of the efficiency result, the 
relative uncertainties (Uী, UCp, UTrise, UI, UAp) of the components of the equation have to be combined: 
 
   Ș±ܷఎ =
(௠ሶ ±௎ᒡ)(஼೛±௎಴೛)(்ೝ೔ೞ೐±௎೅ೝ೔ೞ೐)
(I±௎I)(஺೛±௎ಲ೛)
                   (5) 
 
Each relative uncertainty was studied separately as a result of a potential random and systematic error. For an air 
velocity range from 1.5m/s to 5.5m/s the efficiency changed from 0.35 to 0.7 and the combined uncertainty was 
calculated at ±15% of the result. There were many difficulties related to outdoor tests in order to estimate the 
uncertainty with high confidence. The irradiation and wind instabilities, the cross sectional air velocity differences 
and the pyranometer’s relatively low accuracy were the major factors in the uncertainty budget. 
At the time of the development of the test rig, ISO 9806[25] had not be published, although certain elements of 
the approach complimented ISO 9806, such as collector position, orientation and the installation of pyranometers, it 
was thought that some aspects of the monitoring plan could have been improved using elements of ISO 9806.  In 
particular, the inclusion of a pyrgeometer to measure long wave irradiance would have provided interesting data on 
the make-up of energy received by the collector. 
However, it should be stressed that the overall purpose of the test rigs was to formulate a monitoring strategy for 
measuring the performance of ‘in-use’ TSC’s, which presents a different challenge to that addressed by ISO 
9806.  Other than that, this aspect of the project was subject the usual constraints of budget and resources, limiting 
the range and quality of instrumentation. 
 
6. Conclusion 
This paper has summarized part of the experimental research undertaken throughout the SBED project. Outdoor 
experimental TSCs achieved high instantaneous efficiencies (70%), however, they are subject to variable weather 
conditions. The shape of the collector is not the dominant performance factor, however, collectors could suffer 
because of parallel winds which disturb the heated air layer. Also, the position of the outlet on the back of the 
collectors seems to have an impact especially for low mass flows as it determines the suction forces inside the 
cavity. Further investigation is needed in order to quantify the effect of both wind and outlet position in real life 
installations. Furthermore, as TSCs become better known, a robust monitoring guideline for integrated TSC would 
help the market to standardise the evaluation of the real life TSC performance. 
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